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Take a look at your TQGs and see if you have this fuse… or if you don’t!

Have you noticed an extra 
fuse in the excitation circuit 
of your MEP-804A, MEP-
805A or MEP-806A tactical 
quiet generator (TQG)? New 
generators, and those coming 
out of RESET, should have 
that extra fuse.
 Why?
 The voltage regulation 
system on these generators 
can fail and damage the main 
alternator windings. The new 
fuse protects the alternator 
from that damage.

NSNPart

Buss fuse holder
Fuse

Spade terminal
Disconnect terminal (2)

Wire (1 Ft)
Screw

Wire ties (3)

5920-00-816-6892
5920-00-225-9983
5940-01-425-2020
5940-01-112-9746
6145-01-129-9955
5305-01-187-5878
5975-00-727-5153

 If you don’t, get a copy of TB 11-6115-741-24 through regular pubs’ channels, 
your CECOM LCMC LAR or the LOGSA website:

https://www.logsa.army.mil/etmpdf/files/080000/082917.pdf
 Paragraph 5.3 of that TB lists 15 steps for installing the new fuse.

15-, 30-, 60-kW TQG…

Excite
Circuit
Fuse
Modification

here are 
the parts 
you will 
need…

I’m all shook up 
now that I’m in
generators.

https://www.logsa.army.mil/etmpdf/%EF%AC%81les/080000/082917.pdf

