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DISE PDISE

	 When	 requesting	 PDISE	 from	 PM-E2S2,	 include	 your	 unit’s	 UIC,	 the	 PDISE	
NSN(s)	and	the	quantity	needed	to	fill	your	authorizations.	PM-E2S2	will	work	with	
you	and	higher	headquarters	to	issue	replacement	PDISE	ASAP.	
	 Also	 include	 your	 unit’s	 property	 book	 officer’s	 contact	 information	 and	 a	
complete	DODAAC	shipping	address	to	expedite	shipment.	
	 Note	that	any	on-hand	DISE	sets	must	be	turned	in	to	DLA	Disposition	Services	
after	receipt	of	equivalent,	authorized	PDISE.
Questions?	Contact	John	Mansfield	at	(410)	670-5737,	or	email:

john.k.mansfield2.civ@mail.mil 
Or	Scott	Mahoney,	DSN	648-6242,	(443)	395-6242,	or	email:

scott.h.mahoney4.civ@mail.mil

	 PM-E2S2	has	fielded	the	newer	power	distribution	illumination	systems,	electrical	
(PDISE)	 to	 replace	 the	 remaining	 DISE	 sets	 in	 the	 field.	 If	 your	 unit	 still	 has	
authorized	DISE	sets	or	has	DISE	sets	in	lieu	of	PDISE	authorized	systems,	contact	
Randy	Morgan,	DSN	654-3168,	(703)	704-3168,	or	email:

randy.l.morgan.civ@mail.mil
Or	Israel	Sanchez,	DSN	654-1080,	(703)	704-1080,	or	email:

israel.sanchez4.ctr@mail.mil

Take	note	of	an	important	change,	units.	CECOM	LCMC	reviewed	the	maintenance	
expenditure	limit	(MEL)	for	the	M40,	M60,	M100	and	M200	distribution	illumination	
systems,	electrical	(DISE).	CECOM	determined	that	the	MEL	of	25	percent	listed	in	
TB	43-0002-32	(Jul	95)	is	too	high	for	these	systems.

Pop into Food Services Portal

The Quartermaster School’s Joint Culinary and Food Services portal is now open. It 
includes training materials, regulations and a virtual library covering the ins-and-outs of 
military food services. Grab your CAC, log in to AKO and check it out at:

https://www.us.army.mil/suite/page/697080/

M60-DISE
M40-DISE
Ml00-DISE
M200-DISE

Item

01-208-9752
01-208-9753
01-208-9754
01-208-9755

NSN 6150-

Distribution system elec: 120V 1PH 60 AMP
Distribution system elec: 120/208V 3PH 40 AMP
Feeder system electrical: 3PH 100 AMP
Feeder system electrical: 3PH 200 AMP

Nomenclature

01-208-9752
01-208-9753
01-208-9754
01-208-9755

NSN 6150-

M60-PDISE
M40-PDISE
Ml00-PDISE
M200-PDISE

Item

01-307-9445
01-307-9446
01-308-5671
01-308-5672

NSN 6150-

Use the following table to find the PDISE 
equivalent NSN for an older DISE system…

DISE MEL Drops to Zero

New LOGSA PSCC Email for Packaging Help

The Logistics Support Activity’s (LOGSA) Packaging, Storage and Containerization Center 
(PSCC) Packaging and Transportation Division has a new email address for support:

usarmy.tyad.usamc.mbx.pt@mail.mil
The TB is 

under revision. 
in the meantime, note that the MEL percentage for 
the following older DISE systems is now zero…

Hey, old timer, 
didn’t you get the 

word? You can retire 
now. I’ll pick up that 

heavy workload.

don’t have too much fun 
at the slots without me!

You don’t 
have to make 
that offer 

twice, Sonny!

756 50-51.indd   1-2 9/28/15   5:22 PM

mailto:randy.l.morgan.civ@mail.mil
mailto:israel.sanchez4.ctr@mail.mil
mailto:john.k.mansfield2.civ@mail.mil
mailto:scott.h.mahoney4.civ@mail.mil
mailto:usarmy.tyad.usamc.mbx.pt@mail.mil
https://www.us.army.mil/suite/page/697080/



